
INSTRUCTIONS:

 1. PRIOR TO WIRING FIXTURES: REMOVE COVER OF OUTLET BOX ON TOP SURFACE OF PLENUM COVER.

 2. REMOVE A 7/8" KO IN BACK OF HOUSING CLOSEST TO THIS OUTLET BOX.

 3. ATTACH FLEXIBLE CONDUIT (BY OTHERS) FROM THIS KO TO OUTLET BOX:
    BRING THE LABLED WIRES FROM FIXTURE THRU CONDUIT AND INTO OUTLET BOX.
    MAKE THE WIRING CONNECTIONS PER SCHEMATIC SHOWN IN THE EF PACK MANUFACTURER'S
    INSTRUCTIONS (SHIPPED WITH FIXTURE).
    GROUND HANDY BOX USING LEAD FROM FIXTURE PER CODE.

 4. REPLACE OUTLET BOX COVER AFTER CONNECTIONS HAVE BEEN MADE.
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