Hubbell Building Automation

Omni or LightOWL sensors
with -RP option

- Neutral
- Hot
- Red (+24VDC)
- Blue (control)
- Grey (control + photocell)
- Blue/White (Relay Common)
- Black/White (Relay Normally Closed)
- Yellow/White (Relay Normally Open)

Lighting
Load

- Ground

- Red (+24VDC)
- Black (common)
- Blue (control)
- Red
- Red
- Black
- White
- Blue/White (Relay Common)
- Black/White (Relay Normally Closed)
- Yellow/White (Relay Normally Open)

- Sensor not powered
- No occupancy

- Occupancy detected

- Override Switch (optional)

Power Pack contacts rated for 20 Amps.

UVPP Power Pack
Supplies 150mA

1 circuit with RP option wiring

Hubbell Building Automation
Omni or LightOWL sensors with -RP option

Building Automation, Inc.