HBA #UL924BRUNV
For Use with LX or CX Relay Panels where Emergency Lighting should be held on during a utility power failure and controlled by panel while normal power is available and there is no dedicated relay in the in the panel controlling the Emergency Circuit.

1. Switched with Normal Load when Normal Power is available
2. Held ON when Normal Power is not available and Emergency Power is available

---

HBA #UL924BRUNV
Bypass Relay
(Green) ☐ UTILITY POWER

1. Normal Lighting Ballast
2. Emergency Lighting Ballast

---

wiHUBB SMART PACKS WITH UL924BRUNV

---

Hubbell Building Automation
9951 Decca Rd., Ste 100
Austin, TX 78749

#UL924BRUNV

---

THIS DOCUMENT AND SPECIFICATIONS DESCRIBED HEREIN ARE THE EXCLUSIVE PROPERTY OF HUBBELL BUILDING AUTOMATION. REPRODUCTION OF THIS DOCUMENT IN PART OR WHOLLY WITHOUT WRITTEN PERMISSION IS PROHIBITED.