HBA #UL924SR1 & #UL924SR2

For Use with LX or CX Relay Panels where Emergency Lighting should be held on during a utility power failure and controlled by panel while normal power is available.

Switched by Panel when Normal Power is available. Held ON when Normal Power is not available and Emergency Power is available.

Diagram:

- UNSWITCHED 3 LINE
- SHUNT 4
- RELAY PANEL
- EMERGENCY POWER
- LINE
- NEUTRAL
- HBA #UL924SR1
- HBA #UL924SR2
- Bypass Shunt Relay
- Emergency Lighting Ballast
- LINE 1
- UNSWITCHED
- NORMAL POWER (UTILITY)
- LINE
- NEUTRAL

Hubbell Building Automation
(888) 666-3242
(512) 405-1100
9851 Dewau Rd., Ste B
Austin, TX 78744

This document and specifications described herein are the exclusive property of Hubbell Building Automation, Inc. and are protected by United States of America copyright laws. The information must not be reprinted, copied or used without written permission.